2205 Corporate Plaza Parkway SE, Sulte 200, Smyrna, GA 30080 Customer!D: city21
PhonefFax  (770) 956-8150 / (770) 956-9181 CustomerPO: PO NEEDED
" hitp:/fwww EMSL.com atlantalab@emsl.com ProjectiD:
r
Atin:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM ;ax: . (;5;:: /:247;?7:5: 2
320 Fountain Circle St i
Analysis Date: 10/3/2014
PO Box 308 :
. Collected: 9/23/2014
Huntsville, AL 35801
\_Project: Holiday Inn y
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % __Flbrous % _Non-Flbrous % Type
01 Staff Room - Gray 40% Cellulose 50% Non-fibrous (other) None Detected
0714058240001 aliagle :‘;:’:enmus 10% Min. Wool
HA: 02
02 Guest Services Tan 30% Cellulose 10% Ca Carbonate None Detected
Office - Wall Fibrous 20% Synthetic 40% Non-fibrous (other)
g 240062 Texture (Paper) Homogeneous
HA: 08
03 Guest Services White 20% Ca Carbonate None Detected
Office - Ceiling Non-Fibrous 80% Non-fibrous (other)
0714058240003 Texture Vomogereous
HA: 01
04 Guest Services White 20% Ca Carbonate 2% Chrysotile
071405624-0004 .?gc:r; Celling ::;g‘::::us 78% Non-fibrous {other)
HA: 01
05 Guest Services White 20% Ca Carbonate 2% Chrysotile
Office - Ceiling Non-Fibrous 78% Non-fibrous (other)
071405824-0005 Texture HomoganBave
HA: 01
06 Guest Services White 20% Ca Carbonate 2% Chrysotile
Office - Celling Non-Fibrous 78% Non-fibrous (other)
071405624-0006 Texture e
HA: 01
07-Floor Tile Hallway to White 20% Ca Carbonate None Detected
-12x12
0007 Fmrtc\'/‘ver?ne:mm :Z:z:f::us 80% Non-fibrous (other)
Gray and Mastic
HA: 04
S
Analyst(s)
Christopher Rosario (69) Daaxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory

EMSL maintains liability Ilmltad to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
ility for p activities or analytical method limitations. Interpretation and use of test resulls are the responsibllity of the client. This report must not be used by the client to claim
product cerﬁﬁcaﬂon approval, or endorsement by NVLAF NIST or any agency of the federat govemment. Non-friable organically bound materials present a problem matrix and therefore EMSL

c reduction prior to

lysi ived in good condition unless oth

vise noted. Esti d

requested by the client, bullding materials manufactured with muitipie layers {i.e. linoleum, wallboard, elc.) are reported as a single sample Reporting limitis 1%
Samples analyzed by EMSL Analytical, inc Smyma. GA NVLAP Lab Code 101048-1

y, precision and uncertainty data avallable upon request. Unless

Llnlﬁal report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24:57 AM



EMSL Analytical, Inc EMSL Order: 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyma, GA 30080 CustomeriD: city21
PhonefFax.  (770) 856-9150 / (770) 956-8181 CustomerPO: PO NEEDED
= hito:/fwww, EMSL.com atiantalab@emsl.com ProjectiD:
J
r Attn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM LT =) 427'575‘A
320 Fountain Circle ::::bm :g;g;;‘::”s M
PO Box 308 Collected:  9/23/2014
Huntsville, AL 35801
\_ Project: Holiday Inn J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Ashestos Asbestos
Sample Description Mnce Flbr: Fi 3 % Type
07-Mastic Hallway to Yellow 2% Cellulose 90% Non-fibrous (other) 8% Chrysotile
Kilchen - 12x12  Non-Fibrous
071405824-0007A FT White with Homogeneous
Gray and Mastic
HA: 04
08-Floor Tile Hallway to White 20% Ca Carbonate None Detected
Kitchen - 12x12  Non-Fibrous 80% Non-fibrous (other)
071405824-0008 FT White with Homogeneous (
Gray and Mastic
HA: 04
08-Mastic Hallway to Clear 100% Non-fibrous (other) None Detected
Kitchen - 12x12 Non-Fibrous
071405824-0008A FT White with Homogeneous
Gray and Mastic
HA: 04
09-Floor Tile Laundry - 12x12 Gray 25% Ca Carbonate None Detected
pll | S FT Gray and Non-Fibrous 75% Non-fibrous (other)
Mastic Homogeneous
HA: 05
09-Mastic Laundry - 12x12 Yellow 100% Non-fibrous (other) None Detected
FT Gray and Non-Fibrous
071405824-0009A Mastic P
HA. 05
10-Floor Tile Laundry - 12x12 White 25% Ca Carbonate None Detected
v ecsas TN FT Gray and Non-Fibrous 75% Non-fibrous (other)
Mastic Homogeneous
HA: 05
S
Analyst(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL malnlalns tability llmlled to cost of analysis. This report rslates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
ponsibllity for p ion activities or analytical meth and use of test results are the responsibility of the client. This report must not be used by the client to ctaim
product certification. approval, or endorsement by NVLAP. NIST or any agency of the faderal govemment. Non-friable organically bound materlals present a problem matrix and therefore EMSL
recommends gravimetric reductl pﬂor {o analysi Samples ived in good condition unless otherwise noted. Estimated and y data available upon request. Uinless
requested by the client, building factured with multiple layers (i.e. linoleum, wallboard, efc ) are reported as a single sample Reporting limitis 1%

Samples analyzed by EMSL Analytical, Inc Smyma, GA NVLAP Lab Code 101048-1

Llnitlal report from 10/06/2014 09:24.57

o L

Test Report PLM-7.28.9 Printed. 10/6/2014 9:24:57 AM



EMSL Analytical, Inc EMSL Order. 071405824

2205 Corporate Plaza Parkway SE, Sulte 200, Smyma, GA 30080 CustomerlD: city21
Phone/Fax.  (770) 956-9150 / (770) 956-9181 CustomerPO: PO NEEDED
bitp:/Awww EMSL.com atiantalab@emsl.com ProjectiD:
-
Attn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM Fax: (256) 427-5751
Recelved: 10/01/14 11:15 AM

AT Analysis Date: ~ 10/3/2014
P L Collected: 9/23/2014
Huntsville, AL 35801

\_Project: Holiday inn

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance Flbr: on-F| % Type
10-Mastic Laundry - 12x12 Yellow 100% Non-fibrous (other) None Detected
071405824-0010A ;Lg;ay g :z:"::::::us
HA: 05
1" Laundry Hallway -  White 20% Ca Carbonate 2% Chrysotile
e e Bat0011 el Uy :g:gzr::;u L 78% Non-fibrous (other)
HA: 01
12 Men's Room Off White 20% Ca Carbonate 2% Chrysotile
Lobby - Celling Non-Fibrous 78% Non-fibrous (other)
071405824-0012 Texture el
HA: 09
13 Exterior Wall - Gray 70% Non-fibrous (other) 30% Chrysotile
Asbestos Cement  Fibrous
071405824-0013 Panel e s
HA: 07
14 Closet Exercise Gray 80% Cellulose 20% Non-fibrous (other) None Detected
Room - Gray Non-Fibrous
071405824.-0014 insulation fm—"
HA: 08
15 Club - Ceiling Tile  Gray 40% Cellulose 45% Non-fibrous (other) None Detected
071405624-0015 Fibrous 15% Min. Wool
Homogeneous
HA: 02
16 Club - Carpet Yellow <1% Cellulose 100% Non-fibrous (other) None Detected
0714058240016 Masuc Non-Fibrous <1% Synthetic
Homogeneous
HA: 09
Analyst(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory

EMSL maintains liability limitad to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample colection activities or analytical method limitations. interpretation and use of test results are the vsspmslblmy of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound material a problem matrix and therefors EMSL

recommends gravimetric reduction prior to sl d in good condition unless otherwise noted. Estimated and ty data upon request. Unless
requested by the client, building materials manufactursd with muttiple layers (l.e. linoleum, wallboard, etc.) are reported as a single sample Repcm!ng limitis 1%

Samples analyzed by EMSL Anaiytical, Inc Smyma, GA NVLAP Lab Code 101048-1

[ Initial report from 10/06/2014 09:24:57

—

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24:57 AM



EMSL Analytical, Inc e R g e 071405824
2205 Corporate Plaza Parkway SE, Sulte 200, Smyma, GA 30080 CustomerlD: city21
PhonefFax:  (770) 856-8150 / (770) 956-9181 CustomerPO: PO NEEDED
hitp:/hwww EMSL.com stlantalab@emsl.com ProjectiD:
J
sz Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM ES (1276: ,‘:247;?:’; oF
320 Fountain Circle R - '
Analysis Date:  10/3/2014
PO Box 308 Collected: 9/23/2014
Huntsville, AL 35801
| Project: Hollday Inn y

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance %__Fibrous % _Non-Fibrous % Type
17 Club - Celling Tile  Gray 60% Cellulose 40% Non-fibrous (other) None Detected
071405824-0017 Fibrous
Homogeneous
HA: 03
18 Club - Celling Tile Gray 80% Cellulose 40% Non-fibrous (other) None Detected
071405824-0018 El‘cl:rn?:gseneous
HA: 03
19 Hallway Outside White 20% Ca Carbonate None Detected
0714058240019 Club - Wall Texture  Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
20 Haliway Outside White 20% Ca Carbonate None Detected
7 058220020 Club - Wall Texture Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA. 10
21 Guest Services Tan 30% Cellulose 10% Ca Carbonate None Detected
Office - Wall Fibrous 20% Synthetic 40% Non-fibrous (other,
0714056240021 Texture (Paper)  Homegeneous (other)
HA: 06
22 Womens Yellow 10% Ca Carbonate None Detected
Restroom - Yellow  Non-Fibrous 90% Non-fibrous (other)
071405824-0022 Wall Texture Homeneous
HA: 11
23 Mens Restroom -  White 10% Ca Carbonate None Detected
Yellow Wall Non-Fibrous 90% Non-fibrous (other)
071405824-0023 Texture Homogeneous
HA: 11
Inseparable paint / coating layer included in analysis
S
Analysi(s)
Christopher Rosario (69) Daoxin LI, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL ma'nlams ligbility imitad to cost of analysis. This report retates only to the samples reported and may not be reproduced, except In full, without written approval by EMSL. EMSL bears no
p ility for p activities or analytical method limitations. Interpretation and use of test results are the rasponslblllty of the client. This report must not be used by the client to claim
product cerliﬂcauon. appmval or endorsement by NVLAP, NIST or any agency of the federal govamment Non-friable organically bound rial ap matrix and therefore EMSL
i lysl. ived in good condltion unless oth noted. Estl d jon and uncemaln1y data avallable upon request. Unless

prior to
requested by the clnmt. bulldlng materials manufactured with muiltiple layers (i.e. linoleum, wallboard, efc.) are reported as a single sample Reporting limit is 1%
Samples analyzed by EMSL Analytical, inc Smyma, GA NVLAP Lab Code 101048-1

—

[ Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24.57 AM



EMSL Analytical, Inc EMSL Order: 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyma, GA 30080 CustomeriD: city21
PhonefFax.  (770) 956-8150 / (770) 956-9181 CustomerPO: PO NEEDED
- hito:/iwww EMSL.com atlantalab@emsl.com ProjectiD:
J
— 1
Atn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM :ﬂ’" %f/’g: ;i’ﬁ’fs' 5
320 Fountain Circle gesle: :
Analysis Date:  10/3/2014
PO Box 308 .
Collected: 9/23/2014
Huntsville, AL 35801
\_ Project: Holiday Inn J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Ashestos Asbestos
Me Descrlgtlon ngpearance on-Fibrous % Type
24-Flooring Stairwell Near Tan 20% Ca Carbonate None Detected
071405624-0024 g't::"-ngheet gg;g:‘:::us 80% Non-fibrous (other)
HA: 12
24-Mastic Stairwell Near Brown <1% Synthetic 98% Non-fibrous (other) 2% Chrysotile
Club - Sheet Non-Fibrous
071405824-0024A Flooring Homogeneous
HA: 12
25-Floor Tile Hallway Near Brown 20% Ca Carbonate None Detected
0714058240025 g::a; ::?rxlﬁ 4 ::;zz:::us 80% Non-fibrous (other)
Mastic
HA: 13
25-Mastic Hallway Near Black 98% Non-fibrous (other) 2% Chrysotile
Club - 12x12 Non-Fibrous
071405824-0025A Brown FT and Homogeneous
Mastic
HA: 13
26-Floor Tile Hallway Near Brown 20% Ca Carbonate None Detected
071405624-0026 g:ga;‘ :=2‘rx:|id 33:22':::“ 80% Non-fibrous (other)
Mastic
HA: 13
26-Mastic Haliway Near Black 95% Non-fibrous (other) 5% Chrysotile
Club - 12x12 Non-Fibrous
071405824-0026A Brown FT and Homogensous
Mastic
HA: 13
Analyst(s) £
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL malntalns liability imited to cost of analysis. This report relates onty to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
ibitity for activities or analytical method limitations. Interpretation and use of test results are the responsibliity of the client. This report must not be used by the client to claim
producl certlﬂoalion, appmval or endorsement by NVLAP, NIST or any agency of the federal gt Non-friable ong ly bound malsrlals present a problem matrix and therefore EMSL
i prlor to Samples received in good condition unless otherwise noted. Estimat and y data available upon request. Unless
requested by the client, building f with muitipte layers (i e. linoleum, wallboard, etr.) are reported as a single sample Reporting limit is 1%

Samples analyzed by EMSL. Analyticel, Inc Smyrna, GA NVLAP Lab Code 101048-1

e

L Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/8/2014 9:24:57 AM



EMSL Analytical, inc EMSL Order. 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyrna, GA 30080 CustomerlD: city21
PhonefFax:  (770) 956-8150 / (770) 956-9181 CustomerPO: PO NEEDED
= hitp:/iwww EMSL.com atlantalab@emsl.com ProjectlD: )
p
Atn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM ;ax: (1';5;:: ,:i7;?71551 =
Fountain Circle eceived: :
gzoo Box 308 Analysis Date: 10/3/2014
Callected: 9/23/2014
Huntsville, AL 35801
\ Project: Holiday Inn "

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Asbestos
. D BE bro 4 n-Fib % Type
27 Hallway Near Tan 25% Cellulose 75% Non-fibrous (other) None Detected
Club - Door Fibrous
071406824-0027 Insulation e
HA: 14
28 Rm 1138 - Gray Gray 80% Cellulose 20% Non-fibrous (other) None Detected
}
071405824-0028 Roulsdol Non-Fibrous
Homogeneous
HA: 08
29 Rm 1236 - Yellow Yellow 10% Ca Carbonate None Detected
0714058240029 WaliTeniore Non-Fibrous 90% Non-fibrous (other)
Homogeneous
HA: 11
30 Rm 1233 - Wall Tan 20% Ca Carbonate <1% Chrysotile
0714066240030 e Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
Kl Rm 1232 - Celling White 20% Ca Carbonate 2% Chrysotile
071405824-0031 Texture Non-Fibrous 78% Non-fibrous (other)
Homogeneous
HA: 01
32 Near Ice and Tan 20% GCa Carbonate <1% Chrysotile
071405624.0032 ¥:::‘I,lg Sl :g;:‘g‘::::us 80% Non-fibrous (other)
HA: 10
33 Near Ice and White 10% Ca Carbonate None Detected
Vending - Yellow
071405824-0033 Wall Tegxture :g:zl::::us 90% Non-fibrous (other)
HA: 11
y
Analys\(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL malnlalns Habillty limited to cost of analysis. This rapon relates only to the samples reported and may not be reproduced, except In full, without written approval by EMSL. EMSL bears no
ility for i activities or analytical and use of test results are the responsibliiity of the client. This report must not be used by the client to claim
product oemﬂmﬂon approval. or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable omganically bound materials present a problem matrix and therefore EMSL
gravimetric reduction pri jor to analysis. ived in good condition unless ise noted. Estimated precision and y data avallable upon request. Unless
raquested by the client, building f with muitiple layers (i e. linaleum, wallboard, etc.) are reported as a single sample Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc Smyma, GA NVLAP Lab Code 101048-1

| —

[ Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24:57 AM



EMSL Analytical, Inc EMSL Order: 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyrna, GA 30080 CustomerlD: city21
Phone/Fax:  (770) 956-9150 / (770) 956-9181 CustomerPO: PO NEEDED
: ProjectID: )
.ﬁ
Atn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM Fax: _ (11(’;:: /‘:247;?7:’; v
320 Fountain Circle Received. :
Analysis Date:  10/3/2014
GD Box 305 Collected: 9/23/2014
Huntsville, AL 35801
\ Project. Holiday inn 9

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description rance Yo Non-! % Type
34 2nd Floor - Gray Gray 80% Cellulose 20% Non-fibrous (other) None Detected
Insulation Fibrous
071405824-0034
Homogeneous
HA: 08
35 Rm 1333 - Wall Tan 20% Ca Carbonate <1% Chrysotile
071405624.0035 ST Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
36 Rm 1331 - Yelloow Yellow 10% Ca Carbonate None Detected
071405624-0036 L] Non-Fibrous 90% Non-fibrous (other)
Homogeneous
HA: 11
37 Rm 1331 - Celling White 20% Ca Carbonate 2% Chrysotile
071405624-0037 Tere Non-Fibrous 78% Non-fibrous (other)
Homogeneous
HA: 01
38 3rd Floor Utifity - Brown 80% Cellulose 20% Non-fibrous (other) None Detected
Gi
071405824-0038 feyjineuiiog Fibrous
Homogeneous
HA: 08
39 3rd Floor Utility - Brown 80% Cellulose 20% Non-fibrous (other) None Detected
071405624-0039 Svjlstisgon Fibrous
Homogeneous
HA: 08
40 Rm 2397 - Wall Tan 20% Ca Carbonate None Detected
071405824-0040 Textzp Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
N
Analyst(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL maintains liability limited to cost of analysis. This report mlatss only to the samples reported and may not be reproduced. except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method i Interpretation and use of test results are the lssponslblllly of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal g Non-friable organically bound materials present a problem matrix and therefors EMSL

recommends gravimetric aduction prior {o analysis. Samples received in good condition unless otherwise noted. Estimated accuracy. precision and uncertainty data available upon request. Unless
requested by the client, buiiding materials manufactured with multiple layers (i.e. linoleum. wallboard. etc ) are reported as a single sample. Reporting timit is 1%

Samples analyzed by EMSL Analytical, Inc Smyma, GA NVILAP Lab Code 101048-1

.

[ Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed. 10/6/2014 9:24:57 AM



EMSL Analytical, Inc EMSL Order. 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyrna, GA 30080 CustomeriD: city21
Phone/Fax:  (770) 956-9150 / (770) 856-9181 CustomerPO: PO NEEDED
B htto:/fwww. EMSL.com atlantalab@emsl.com ProjectiD: )
[ At Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM Fax: (256) 427-5?5;AM
320 Fountain Circle Recelved: 10/01/14 11:1
Analysis Date:  10/3/2014
PO Box 308
N Collected. 9/23/2014
Huntsville, AL 35801
\_Project: Holiday Inn )

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Ashestos Asbestos
Sample Description Amanoe Fi -Fibrous % Type
41 Rm 2395 - Yeliow  Yellow 10% Ca Carbonate None Detected
i Wall Texture Non-Fibrous 90% Non-fibrous (other)
Homogeneous
HA: 11
42 4th Floor Utility Brown 80% Celiulose 20% Non-fibrous (other) None Detected
Closet - Gray Fibrous
071405824-0042 insulation Homogeneous
HA: 08
43 4th Floor Utility Brown 80% Cellulose 20% Non-fibrous (other) None Detected
Closet - Gray Fibrous
071405824-0043 Insulation e
HA: 08
44 Rm 1435 - Wall Tan 20% Ca Carbonate <1% Chrysotile
071405824-0044 Tepture Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10 0
45 4th Floor - Yellow  Yellow 10% Ca Carbonate None Detected
071405624.0045 Wall Texture Non-Fibrous 90% Non-fibrous (other)
Homogeneous
HA: 11
46 Rm 1441 - Celling White 20% Ca Carbonate 2% Chrysotile
071405824-0046 VBT Non-Fibrous 78% Non-fibrous (other)
Homogeneous
HA: 01
47 4th Floor 2470 - Tan 20% Ca Carbonate None Detected
o T Wal Texture Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
- N "
Analyst(s) i
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL maintalins libility limited to cost of analysis 1'hls report ralates only to the samples reported and may not be reproduced, except in full, without writien approval by EMSL. EMSL bears no
responsibility for sample collection activities or pi P and use of test results are the responsibility of the client. This report must not be used by the cilent to claim
product eerﬁﬂcaﬁon appmal or endorsement by NVLAP NIST or any agency of the federal government. Non-friable organically bound materials present a problem matrix and therefore EMSL
duction prior to analysi: ived in good condition untess notad. Esti y. precision and uncertainty data avallable upon request. Uniess

p!
requested by the client, buliding materials manufactursd with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample, Reporting limitis 1%
Samples analyzed by EMSL Analytical, Inc Smyma. GA NVLAP Lab Code 101048-1

e

| Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9.24.57 AM



EMSL Analytical, Inc EMSL Order. 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyrma, GA 30080 CustomerID: city21
PhonefFax  (770) 956-9150 / (770) 956-9181 CustomerPO: PO NEEDED
- htto:/www EMSL.com Project!D:
J
(A“"' Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM ;8*: (120-’;3 /:?:715; ¥
320 Fountain Circle eceived: :
Analysis Date:  10/3/2014
PO Box 308 ;
Collected: 9/23/2014
Huntsville, AL 35801
\_Project: Holiday Inn

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Ashestos Asbestos
Sample Description Appearance F Fl % Type
48 4th Floor 2470 - Yeliow 10% Ca Carbonate None Detected
Yellow Wall Non-Fibrous 80% Non-fibrous (other)
071405624-0048 Texture Doy
HA: 11
49 Rm 2496 - Gray Brown 80% Cellulose 20% Non-fibrous (other) None Detected
|
071405624-0049 o Fiorous
Homogeneous
HA 08
50 Rm 2496 - Gray Brown 80% Cellulose 20% Non-fibrous (other) None Detected
071406824-0050 Ll Fibrous
Homogeneous
HA: 08
51 Rm 1441 - Wall Tan 20% Ca Carbonate <1% Chrysotile
071405824-0051 gi- T Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 10
52 Rm 1441 - Yellow  Yellow 10% Ca Carbonate None Detected
071405824-0052 Wall Texture Non-Fibrous 90% Non-fibrous (Other)
Homogeneous
HA: 11
53 Original Roof - Black 10% Cellulose 75% Non-fibrous {other) None Detected
071405624-0053 Fl=stig Fibrous 15% Glass
Homogeneous
HA: 16
54 Original Roof - Black 10% Cellulose 88% Non-fibrous (other) None Detected
Fl;
071405824-0054 meting Al 2% Glass
Homogeneous
HA: 15
(& S
Analyst(s) o =
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory

EMSL maintains liability iimited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. interpretation and use of test results are the responsibitity of the client. This report must not be used by the client to claim

product cerfification, approval, or endorsement by NVLAP NIST or any agency of the federal govemment. Non-friable organically bound matamls prasen! a problem matrix and therefore EMSL

recommends gravimetric reduction prior to and
requestad by the client, bullding matertals manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single aample Reporting limit is 1%

ived in good condition unless

Unless

Samples analyzed by EMSL Analytical, Inc Smyma, GA NVLAP Lab Code 101048-1

noted. Esti d

upon

| Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24:57 AM
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EMSL Ana!ytical, Inc EMSL Order: 071405824
2205 Corporate Plaza Parkway SE, Sulte 200, Smyrna, GA 30080 CustomerlD: city21
Phone/Fax:  (770) 856-9150 / (770) 956-9181 CustomerPO: PO NEEDED
" g ProjectD: J
(= )
Attn:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM v (258) 427-5751
320 Fountain Circle Received: 10/01/14 11:15 AM
Analysis Date:  10/3/2014
PO Box 308 i
K Collected 9/23/2014
Huntsville, AL 35801
\Project. Holiday Inn J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % __Flbrous % _Non-Fibrous % Type
55-Layer 1 Original Roof - Brown 80% Cellulose 20% Non-fibrous (other) None Detected
Roof Sample Fibrous
071405824-0065
Homogeneous
HA: 16
55-Layer 2 Original Roof - Black 15% Glass 85% Non-fibrous (other) None Detected
Roof Sample Fibrous
071405824-00554
Homogeneous
HA: 18
55-Layer 3 Original Roof - Black 100% Non-fibrous (other) None Detected
071405624-00558 S Non-Fibrous
Homogeneous
HA: 18
55-Layer 4 Original Roof - Black 8% Cellulose 92% Non-fibrous (other) None Detected
071405824-0055C RodiSenes Non-Fibrous
Homogeneous
HA: 16
56-Layer 1 Original Roof - Brown 80% Cellulose 20% Non-fibrous (other) None Detected
Roof Sample Fibrous
0714058240056
Homogeneous
HA: 18
56-Layer 2 Original Roof - Tan 100% Non-fibrous (other) None Detected
071405624-0056A BOSamae Non-Fibrous
Homogeneous
HA: 18
56-Layer 3 Original Roof - Black 15% Glass 85% Non-fibrous (other) None Detected
Roof S
071405624-00568 e Fibrous
Homogeneous
HA: 16
Analyst(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory

EMSL maintains liabillty imited to cost of analysis. This report rslates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no

responsibllity for sample collection activities or analytical

and use of test results are the responsibility of the client. This report must not be used by the client to claim

product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable oaganlcally bound materials present a problem matrix and therefore EMSL

recommends gravimetric reduction prior to

in good condition unless noted. Esti

requested by the client, building materials manufactured with multiple 1ayers (i.e. linoleum, wallboard. etc.) are reported as a single sample Reporting limit is 1%

Sa

d by EMSL Analytical, Inc Smy

. GA NVLAP Lab Code 101048-1

and uncertalnty data available upon request. Unless

[ Initial report from 10/06/2014 09:24:57

Test Report PLM-7.28.9 Printed: 10/6/2014 9:24.57 AM
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EMSL Analytical, Inc EMSL Order: 071405824
2205 Corporate Plaza Parkway SE, Suite 200, Smyma, GA 30080 CustomeriD: city21
Phone/Fax:  (770) 956-8150 / (770) 956-9181 CustomerPO: PO NEEDED
= hito./fwww EMSL.com atiantalab@emsl.com ProjectD: J
(. ™
Atin:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM A2 (236: ;27'51'715;%
320 Fountain Circle e L
Analysis Date:  10/3/2014
PO Box 308 :
, Collected: 9/23/2014
Huntsville, AL 35801
\_Project: Holiday Inn )
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbastos Asbestos
Sample Description Appearance Fibr -Fi % Type
57 Addition Roof - Black 20% Cellulose 77% Non-fibrous (other) None Detected
071405624-0057 A Fibrous 3% Glass
Homogeneous
HA: 17
58 Addition Roof - Black 20% Cellulose 77% Non-fibrous (other) None Detected
Fl
071405624-0058 Rl Non-Fibrous 3% Glass
Homogeneous
HA: 17
59-Layer 1 Addition Roof - Brown 80% Cellulose 20% Non-fibrous {(other) None Detected
Roof S
071405624-0059 ample Fibrous
Homogeneous
HA: 18
59-Layer 2 Addition Roof - Tan 100% Non-fibrous (other) None Detected
Roof S
e oA ample Non-Fibrous .
Homogeneous
HA: 18
59-Layer 3 Addition Roof - Black 15% Glass 85% Non-fibrous (other) None Detected
071405824-00598 Rool ST Fibrous
Homogeneous
HA: 18
60-Layer 1 Addition Roof - Brown 80% Cellulose 20% Non-fibrous (other) None Detected
Roof Sample Fibrous
071405624-0060
Homogeneous
HA: 18
60-Layer 2 Addition Roof - Tan 100% Non-fibrous (other) None Detected
Roof S
071405824-0060A eel Non-Fibrous
Homogeneous
HA: 18
Analyst(s) 6'
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory
EMSL malmalns llabillly llmlted to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
ibility for fon activities or analytical method limitations. Interpretation and use of test results are the rasponslblllty of the client. This report must not be used by the client to claim
pmducl oenlﬂoation appmval or endorsement by NVLAP, NIST or any agency of the federat govemment. Non-friable organically bound rials p a problem matrix and therefore EMSL
tion prior to analyst: ived in good condition unless otherwise noted. Estimated fon and y data avallable upon request. Unless
rsquested by the client, building materials factured with multiple iayers (l.e. linoleum, wallboard, etc.) are reported as a single sample Reporﬂng Timitis 1%
p yzed by EMSL Analytical, Inc Smyma. GA NVLAP Lah Code 101048-1
[ Initial report from 10/06/2014 09:24.57 ]

Test Report PLM-7.28.9 Printed. 10/6/2014 9:24:57 AM 1"



~
2205 Corporate Plaza Parkway SE, Suite 200, Smyrna, GA 30080 CustomeriD: city21
PhonefFax  (770) 956-9160 / (770) 856-9181 CustomerPO. PO NEEDED
i hitp:/www EMS1, com atlantalab@emsl.com ProjectiD:
_J
e 2
Atin:  Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM s (1253 Iﬁ’;ﬁ’ 155‘
320 Fountain Circle T L Al
Analysis Date:  10/3/2014
PO Box 308 )
N Collected: 9/23/2014
Huntsville, AL 35801
\ Project: Holiday Inn ; 4
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance Fibrous -Fl % Type
60-Layer 3 Addition Roof - Black 15% Glass 85% Non-fibrous (other) None Detected
Roof Sample Fibrous
071405824-00608
Homogeneous
HA: 18
60-Layer 4 Addition Roof - Black 5% Cellulose 80% Non-fibrous (other) 15% Chrysotile
Roof Sample Fibrous
071405824-0060C
Homogeneous
HA: 18
60-Layer 5 Addition Roof - Black 10% Cellulose 90% Non-fibrous (other) None Detected
Roof Sample Fibrous
071405824-0060D
Homogeneous
HA: 18
81 Chimney - Material Gray 20% Quartz None Detected
071405824-0061 Non-Fibrous 80% Non-fibrous (other)
Homogeneous
HA: 19
62 Chimney - Material Gray 20% Quariz None Detected
071405824-0062 b2 AL 80% Non-fibrous (cther)
Homogeneous
HA: 19
83 Outside Boiler Gray 20% Min. Wool 80% Non-fibrous {other) None Detected
071405624-0063 Clonet]; SO Fibrous
Tank Fitting Homogeneous
Insulation
HA: 20
.)
Analyst(s)
Christopher Rosario (69) Daoxin Li, PhD, Lab Director
Lauren Kerber (12) or other approved signatory

EMSL maintains Hiability llmltad to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for activities or analytical method limitations. Interpretation and use of test results are the rasponslbfllty of the client. This report must not be used by the client to claim
product certification. approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable org y bound matsrial a prob matrix and therefore EMSL
recammends gravimetric reduction prlor to analysis. Samples recelved in good condition untess otherwise noted. Estimated , precision and uncertainty data avatilable upon request Unless
requested by the client, buildi T d with muitiple Jayers (i.e. linoleumn, wallboard, etc.) are reported as a single sampla Reporting limit is 1%

Samples analyzed by EMSL Analyﬂcal. inc Smyrna, GA NVLAP Lab Code 101048-1

| —

[ Initial report from 10/06/2014 09:24:57
Test Report PLM-7.28.9 Printed: 10/6/2014 9:24:57 AM THIS IS THE LAST PAGE OF THE REPORT. 12
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EMSL Analytical, Inc EMSL Order: 071405997
2205 Corporate Plaza Parkway SE, Suite 200, Smyma, GA 30080 CustomerlD: city21
Phone/fFax:  (770) 956-9150 / (770) 956-9181 CustomerPO: PO REQURIED
= : atlantalab@emsl.com ProjectiD; J
[ atn: Kevin Johnson Phone: (256) 427-5750
City of Huntsville DNREM :"’C _ ﬁ;g;l:?:;:l«M
320 Fountain Circle g :
Analysis Date:  10/9/2014
PO Box 308 Collected: 10/8/2014
Huntsville, AL 35801
(_Project:  Holiday Inn J

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
% __Fibrous % Non-Fibrous % Type

Sample Description Appearance
64 Room 2280 - White 15% Ca Carbonate None Detected
071405997-0001 Cemng Texture Non-Fibrous 85% Non-fibrous (O'hel')
Homogeneous
HA: 21
65 Room 2271 - White 15% Ca Carbonate None Detected
071405897-0002 Celling Texture  Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
686 Room 2267 - White 15% Ca Carbonate None Detected
0714059970003 Celling Texture  Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
87 Room 2367 - White 15% Ca Carbonate None Detected
7 300067 0004 Celling Texture  Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
68 Room 2387 - White 15% Ca Carbonate None Detected
071405997-0005 Celling Texture Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
69 Room 2388 - White 15% Ca Carbonate None Detected
071405997-0006 Catig,Texte Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
70 Room 2496 - White 15% Ca Carbonate None Detected
B e S00 1000, Celling Texture  Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
Analyst(s)
Anthony Sanaie (3) Daoxin LI, PhD, Lab Director
Christopher Rosario (7) or other approved signatory

EMSL maintains liability limited to cost of analysis. This report retatss only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibltity for sample collection activities or analytical method limitations. interpretation and use of test resulls are the responsibility of the client. This report must not be used by the client to claim

product certification, approval. or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound Is p a probl
Sampl good condition unless otherwise noted. Estimated accuracy, precision and

recommends gravimetiic reduction prior to
layers (1.6, linoleum, wallboard, elc.) are reported as a single sample. Reporting limit is

requested by the client, building materials manufactured with muitiple
., GA NVLAP Lab Code 101048-1

ived in

P lyzed by EMSL
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EMSL Analytical, Inc

2205 Corporate Plaza Parkway SE, Suite 200, Smyrna, GA 30080
Phone/Fax  (770) 956-9150 / (770) 956-9181

071405997

city21
PO REQURIED

J

[ at: Kevin Johnson
City of Huntsville DNREM
320 Fountain Circle
PO Box 308
Huntsville, AL 35801
\_Project. Holiday Inn

EMSL Order:
CustomerlD:
CustomerPO:
atlantalab@emsl.com ProjectiD:

Phone: (256) 427-5750

Fax: (256) 427-5751

Received: 10/09/14 9:30 AM

Analysis Date:  10/9/2014

Collected: 10/8/2014

)

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbhestos Asbestos
Samﬂe Description Agmranoe % _Fibrous %_Non-Fibrous % Type
71 Room 2487 - White 15% Ca Carbonate None Detected
071405987-0008 - Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
72 Room 2486 - White 15% Ca Carbonate None Detected
071405057-0009 e J1 7 Non-Fibrous 85% Non-fibrous (other)
Homogeneous
HA: 21
73 4th Fioor Hall White 15% Ca Carbonate None Detected
(ADD'N) - Ceilling  Non-Fibrous 85% Non-fibrous (other)
071405997-0010 Texture o
HA: 21
.\
Analysi(s)
Anthony Sanaie (3) Daoxin Li, PhD, Lab Director
Christopher Rosario (7) or other approved signatory

EMSL malnlalns llablllty fimited to cost of analysis. This vepon mlatas only to the samples reported and may not be repraduced, except in full, without written approval by EMSL. EMSL bears no
ibility for ethod li and use of test results are the responsibility of the client. This report must not be used by the client to claim

activities or analytl

pmduct cerﬂﬂcaﬂon approval, or endorsement by NVLAP NIST or any agency of the federal govemment. Non-friable organically bound materlals present a pmblem matrix and therefore EMSL

"

Samples

ived in good condition unless otherwise noted. Estimated

ds g

and
requested by the chient, building materials manufactured with multiple layers ().e. linoleum, wallboard, etc ) are reported as a single sample Reporting limit is 1%

tic

prior to

Samples analyzed by EMSL Analytical, Inc Smyma, GA NVLAP Lab Code 101048-1

upon req Unless

[ Initial report from 10/09/2014 10:35:01

|

Test Report PLM-7.28.9 Printed. 10/9/2014 10:35:01 AM
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»
OrderID: 071405824 !
. EMSL Analytical, Inc.

Page 1 Of 3

: 2205 Corporate Plaza
@ Asbestos Bulk Building Material = kg
Chain of Custody Sm
yma, GA 30080
e [y EMSL Order Number (Lab Uss Only). PH?:& (T70) 856-8150
071405824 _r‘"’ ik
H m
Company : City of Huntsville 1 L] !Elniztmom lr?s:umd?om n cemn':sts"
Strest: Depariment of Natural Resources 320 Fountain Ci Third a
City: Huntswille State/Province: AL Code: 35801 Country: United States
Report To (Name): Kevin Johnson Telephone #: 2564275754
Emall Address: kevin johnson@huntsvilleel.gov Pax#:; 2564275751 | Purchase Order:
Projeet Name/Number: Holiday Inn Ploase Provide Resuits: ax | v Emall all
U.8, 8tate Sam Taken: AL Samples: | | Commercial/Taxable | | Residential/Tax Exem
. E B = . *There is & MMJM!WAHERAO!EPALM”TAT You wift be esked fo siin
mlummuﬂulhnnfalhnum Analysis completed in aceordanuwlh EMSL's Terms and Conditions loceted i the Anaiytical Price Guide
PLM - Bufk {(reporting Bmit) JEM - Bulk
8 PLM EPA 600/R-83/116 (<1%) [J TEM EPA NOB - EPA 600/R-83/116 Section 2.5.6.1
[ PLM EPA NOB (<1%) ] NY ELAP Method 198.4 (TEM)
Point Count [J 400 (<0.25%) [C] 1000 (<0 1%) ] Chatfield Protocol (semi-quantitative)
Point Count w/Gravimetric [ 400 (<0.25%) [] 1000 (<0.1%) | [J TEM % by Mass ~ EPA 800/R-83/116 Section 2,6.5.2
] NIOSH 9002 (<1%) [J TEM Qualttative via Fiitration Prep Technique
] NY ELAP Method 198.1 (fnable in NY) | [J TEM Qualitative via Drop Mount Prep Technique
[0 NY ELAP Mathod 198.6 NOB (non-fnable-NY) Other
[J OSHA ID-191 Modified A
[ Standard Addition Method
[] Check For Positive = Clearly ide Date :8/23/2014, r
Samplers Name: K€VIN A Johnson Samplers Signsture: %/é\_'
Sample# | HA#R Sample Location . ﬁm Description
01 02 Staff Room Ceiling Tile
02 06 Guest services Office Wall texture (paper)
03 01 Guest services Office Ceiling texture
04 01 Guest services Office Ceiling texture
05 01 Guest services Office Ceiling texture
06 01 Guest services Office Ceiling texture
07 04 Haliway to Kitchen 12x12 FT white w/ gray & mastic
08 04 Haliway to Kitchen 12x12 FT white w/ gray & mastic
09 05 Laundry 12x12 FT Gray & mastic
10 | 05 Laundry 12x12 FT Gray & mastic
Client Sample # (s): l - Total # of Samples:
Relinquished (Cliont): Date: 9 -39 0 8 n Time: ©:30 a J‘D':
| Received fLab): [ 77/ Time: /7 /S A
Camments/Special Instructions:
3 DA TS
Page 1of_—___pages R S £ (TN
7, G



»
OrderID: 071405824
L 4

4

SEANEm R

EMSL Analytical, inc.

2205 Comporate Plaza Parkwa)

Asbestos Bulk Building Material
Chain of Custody

EMSL Orc

071405824

“ab Use Only):

Smyma, GA 30080
PHONE' (770) 956-9150

FAX (770) 956-9181

Additional Pages of the Chain of Custody are only necessary it needed for additional sample information

Sample# | HA# Sample Location Material Description
1 | 01 Laundry haliway Ceiling texture
12 | 01 Men's room off lobby Ceiling texture
13 07 Exterior wall asbestos cement panel
14 08 Closet exercise room gray insulation
15 02 Club ceiling tile
16 09 Club carpet mastic
17 03 Club ceiling tile
18 03 Club ceiling tile
19 10 Hallway outside club wall texture
20 10 Hallway outside club wall texture
21 06 Guest services office walll texture (paper)
22 11 womens restroom yellow wall texture
23 11 Mens restroom yellow wall texture
24 12 stairwell near club sheet flooring
25 | 13 hallway near club 12x12 brown FT & mastic
26 13 hallway near club 12%12 brown FT & mastic
27 14 hallway near club door insulation
28 08 Rm 1138 gray insulation
29 11 Rm 1236 yellow wall texture
30 10 Rm 1233 wall texture
31 01 Rm 1232 Ceiling texture
32 10 near ice & vending wall texture
33 1 near ice & vending yellow wall texture
34 (_)§ 2nd floor gray insulation

*Comments/Speclal instructions:

Page 3___ of 3___ pages

Page 2 Of 3




¥
D: 714
OrderI 0 05824 T e

@ Asbestos Bulk Building Material 2 o s
= ML O b e G el sy
071405824 FAX' (770) 956-8181
Additional Pages of the Chain of Custody areonly ..cccea—, .. . ~seded for additional sample information
Sample# | HA# Sample Location Material Description
35 | 10 Rm 1333 wall texture
36 | 11 Rm 1331 yellow wall texture
37 01 Rm 1331 ceiling texture
38 08 3rd floor utility gray insulation
39 08 3rd floor utility gray insulation
40 10 Rm 2397 wall texture
4 |1 Rm 2395 yellow wall texture
42 08 4th fioor utility closet gray insulation
43 08 4th floor utility closet gray insulation
44 10 Rm 1435 wall texture
45 11 4th floor yellow wall texture
46 01 Rm 1441 celling texture
47 10 4th floor 2470 wall texture
48 11 4th floor 2470 yellow wall texture
49 | 08 Rm 2496 gray insulation
50 08 Rm 2496 gray insulation
51 10 Rm 1441 wall texture
Y 11 Rm 1441 yellow wall texture
53 15| oriaumed voof HAashiy
e4 |15 | ortdngd voof Dlaghus|
| S5 e | driGungd cOof roof <o
St |1k Or Hwed oot _moF' b [
57 |17 | QddcHon (Dot £
s¢ 1,1 (hen OOy 752
e v Food oo néaieda sangle
wo 19 addihon yoof coof Sangle

Page ot 3 poges maderiaf
aeriod

ankside ko lercloset boil@r fnChty (e

Page 3 Of 3
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P
Or%erID: 071405997

EMSL Analytical, Inc.

Pi
Asbestos Bulk Building Material e
Chain of Custody S GA 30080
m i EMSL Order Number (Lab Use Only» p:g:;a (770) 956-9150
SRR FAX (770) 956-9181
071405997 —__—H Piow
| Company : Gy of Huntsvile 8 B8 o Ot o o Connts”

Street: Department of Natural Resources 320 Fountain Ci

Chy: Huntaville | State/Province: AL

Thind s written authorization from third
Zip/Postal Code: 35801 I Country: United States

Report To (Name): Kevin Johnson

Telephone #: 2584275754

| Emall Address; kevin.johnson@huntswvilleal.gov

Fax#: 2564275751

T Purchase Order:

9* — Please Check

I-imm:n[r_nm- T3

Week I[::]zw..k
ol I TAT You will be asked to sign
Price Guide .

Project Name/Number: Hoﬁ% inn Ploase Provide Results: ax mall i’
U.S. State Samples Taken: CT Sam ommaerclal/Taxable | | Residential/Tax Exem

Point Count [] 400 (<0.25%) [J 1000 (<0.1%)

Pomt Count wGravimetne [J 400 (<0.25%) [J 1000 (<0.1%)
] NIOSH 9002 (<1%)

D NY ELAP Method 198.1 (fnable n NY)

O NY ELAP Method 188.6 NOB (non-friable-NY)

) OSHA ID-181 Modified

| [ Standard Addition Method

*For TEM Air 3 hr through 8 hr, please call ahead to sohedule. *There is a premmum charge for 3 Hour TEI RA or EPA Le
an authornzation form for thes service nmmmnmwcamwnm
‘ = ot t IEM - Bulk
i PLM EPA 600/R-93/118 (<1%) O TEM EPA NOB - EPA 800/R-93/116 Section 2.5.5.1
O PLM EPA NOB (<1%) (] NY ELAP Methad 198.4 (TEM)

[J Chatfield Protocol (semi-quantiative)

] TEM % by Mass - EPA 600/R-93/116 Secfion 2.5.5.2
] TEM Qualitative via Filtrshion Prep Technique

[ TEM Qualitatve via Drop Mount Prep Technique

(m]

Ofher
7

| 3 chock For Positive Stop ~ Ciserty identity Homogenous Group | Dats Sampied: :10/08/2014-

Samplers Name: I<EVIN JOhnson

Samplers Signature:

v/&\,__’

Sample# | HA# Sample Location _Material Description

64 121 | floom ARQ0 Ce, \‘?/ Fexpure.
A=Y Rl | Room 2211

el |21 | moom # 22677

67 Al | favom & 2367
| L8 (Al | eoom v 23877

69 || Room B 2388

To |l | Poom # 24996

| (Zoom & 2487

72 || Epdpm & e .

23 | AL 4™ Praxz gate (4D ‘) ’@
Chient Sample # {9): - 2 /T
Relinquished (Client): 'z iaj .%M’ /0 8 /204 nime: /400
Recelvad (Lab): AP Dae: /G /14 me: 930
Fommwspum instructions: v

Page 1 of_L pages

Page 1 Of 1



